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240 Volt  power from UPS Rack 
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Glass cabinets for displaying stock—LED lit, 965h x 450 deep 
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Crawford’s Computer Service 

Shop 39, Homeworld Center 
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UPS Wiring Plan 

Blue objects are new, green lines are 240v UPS Output 

LED Downight—to be installed—hardware supplied by David 

LED Downight—Existing lights—switch from mains to UPS supply 

Quad GPO 4 Outlet GPO supplied from UPS, not mains 


